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27.080 McDonnell Douglas 
Tract I 

JOHN ASHCROFf 
Di\ision of Energy 

Di\isinn of Emironmcnlal Qualil)' 
Dhisinn of Geology and 1.3nd Survey 

Di\ision of Managcmenl Sci'\ ices 
Di\ision of Parks, Rccrcalion, 

and Hisl<lrk Presel'\':llion 

Gm~mor 

FREDERICK A. BRUNNER 
l>lrcclor STATE OF MISSOURI 

DEPARTMENT OF NATURAL RESOURCES 

DMSION OF ENVIRONMENTAL QUAUlY 
St. Louis Regional Office 

8460 Watson Road, Suite 217 

September 24, 1987 
St. Louis, MO 63119 

314-849·1313 

Mr. Robert Kaatman, Section Manager 
Environmental Compliance 
McDonnell Douglas Corporation 
Department 891C, Building 80 
Level 2, Post C-2 
P. 0. Box 516 
St. Louis, Missouri 63166 

Dear Mr. Kaatman: 

LOW II 87-SL. 04 7 

IDJa~ !I SEP 3 0 198~ll!J 
WASTE MANAGEMEN:r 

PROGRAM 

Enclosed please find a report of an inspection conducted by Mr. Joe Haake 
of my staff. Please note that under the section titled "UNSATISFACTORY 
FEATURES" are findings requiring corrections be taken. The section titled 
"RECOMMENDATIONS" outlines the steps the inspector has determined will 
correct the violations noted in the report. 

In order to document that corrective actions have been taken you are re
quested to submit a wr~tten response no later than November 15, 1987. 
The response should describe the steps taken to correct each Unsatisfac
tory Feature identified. Please direct the response to my attention. 

It is our purpose by this letter to persuade you to take all ' necessary 
actions to comply with the Missouri Hazardous Waste Management Law. 
Failure to provide the written response as requested may result in the 
issuance of a Notice of Violation. Failure to achieve timely resolution 
of violations may result in the referral of this case for enforcement 
by the Waste Management Program. 

Should you have any questions, or wish to confer in this matter, please 
contact me. 

Sincerely, 

DEPARTMENT OF NATURAL RESOURCES 

d/sJj{y_J!_t~ _L_ 
Walt Puryea~ r 
Chief, Waste Management Unit 
St. Louis Regional Office 

WP:mc 
Encl. 

CC: Central Office - WMP 
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RCRA RECORDS CENTER 
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27.080 McDonnell Douglas Corp. 
Tract I 

JOHN ASHCROFf 
Dhision of Energy 

Di\ision of Emironmental Quality 
Dhislnn of Geology and Land Sur\l:}' 

Dhision of Management Scr.ices 
Dhision of Parks, Recreation, 

and Historic Presc:r.'3tion 

Go\"emnr 

FREDERICK A. BRUNNER 
Director STATE OF MISSOURI 

DEPARTMENT OF NATURAL RESOURCES 

DMSION OF ENVIRONMENTAL QUALilY 
St. Louis Regional Office 

8460 Watson Road, Suite 217 
St. Louis, MO 63119 

314-849-1313 

HAZARDOUS WASTE COMPLIANCE INSPECTION REPORT 

FACILITY 

McDonnell Douglas Corporation 
Department 891C, Building 80 
Level 2, Post C-2 
P. 0. Box 516 
St. Louis, Missouri 63166 
(314) 232-3319 

MDNR GENERATOR ID#: 01001 
U. S. EPA ID#: MOD000818963 
FACILITY PERMIT #: OSO 062284 002 

Mr. Robert Kaatman - Section Manager, Environmental Compliance 

INTRODUCTION 

An inspection of the McDonnell Douglas Corporation (MDC) - Tract I facility 
was conducted on September 17, 1987, to assess compliance with the hazardous 
waste facility permit and applicable requirements pursuant to the Resource 
Conservation and Recovery Act and the Missouri Hazardous Waste Management 
Law. Mr. Joe Haake, Environmental Specialist, represented the Missouri 
Department of Natural Resources - St. Louis Regional Office. Messrs. 
Robert Kaatman and Brian Kury of the Environmental Compliance Section 
represented the facility. 

INTRODUCTION 

The MDC - Tract I facility is primarily a manufacturing site for high 
technology aerospace products including military _aircraft, space systems, 
and missiles. Hazardous wastes generated at the ·facility · ·are those asso
ciated with the fabrication of aluminum, titardum,. composite structures, 
and other materials used in the manufacture of items such as airframes. 
A total of forty-nine (49) hazardous waste · ~~~earns, which are registered 
with the Missouri Department of Natural Reso*~~s, . c~n~t;~n.ues·· t.o! ~' gener
ated at the site. These waste streams inchrlie actd·~ -~tdtt.l!~~!l.i'n&. ··solu

tions, halogenated and non-halogenated solv~n~~·~&fnt'sludges and solids, 
pretreatment sludges, cyanide solutions, exPlosives, jet fuel, oil, and 
miscellaneous laboratory chemicals. 

The Tract I facility is a fully permitted TSD facility and utilizes a 
variety of tanks for storage of hazardous waste. Containerized hazard
ous waste is also stored at the site. The containerized waste storage 
area is designated as the site which manages the drummed hazardous waste 
from each of the ten (10) other MDC generators located in the metropolitan 
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St. Louis area. Wastes generated at these sites are transported to the 
Tract I area via licensed MDC vehicles. 

Hazardous waste in storage at the facility is eventually hauled by licensed 
transporters to off-site disposal or resource recovery facilities. The 
contractors currently used are as follows: 

1. Heritage Environmental Service in Indianapolis, Indiana. 

2. L. W. D., Inc., in Calvert City, Kentucky. 

3. Peoria Disposal Company in Peoria, Illinois. 

4. Chemical Waste Management in Emelle, Alabama. 

5. Trade Waste Incineration, Inc., in Sauget, Illinois. 

6. Rollins Environmental Services in Deer Park, Texas. 

7. Kiesel Oil Company in St. Louis, Missouri. 

No process changes have occurred since the issuance of the hazardous 
waste facility permit. Reference should be made to the MDC permit ap
plication for a complete description of the permitted storage components 
and generated hazardous wastes. 

UNSATISFACTORY FEATURES 

1. The leak detection systems for underground storage tanks were not 
operational as required by 10 CSR 25-7.264(2)(J)4. 

2. Resource recovery certification had not been applied for as required 
by 10 CSR 25-9.010(l)(C). 

3. The facility contingency plan was not current as required by 10 CSR 
25-7.264(2)(D) incorporating by reference 40 CFR 264.54. 

DISCUSSION 

Approximately eighty-two (82) 55-gallon drums and several .5-gallon carboys 
of corrosive hazardous waste were observed in section 1 of container stor
age area 1. Section 2 of container storage area 1 contained approximately 
one hundred twelve (112) 55-gallon drums of waste oil and sixty-nine 
(69) 55-gallon drums of waste solvent, paint sludge, and other hazardous 
waste. A total of twenty-four (24) 55-gallon drums of cyanide and sul
fide waste were present in container storage area 2. No waste was observed 
in con~ainer storage area 3. The storage of containerized waste appeared 
to be in accordance with the facility permit. 

An inspection of the tank storage areas revealed that the six (6) 750-
gallon and five (5) 500-gallon aboveground tanks for storage of waste 
nitric acid and hydrofluoric acid generated in the milling of steel and 
titanium at building 52 had been removed. The five (5) 500-gallon tanks 
were replaced with three (3) 850-gallon aboveground tanks. 
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It was also observed during the inspection of tank storage areas that 
the leak detection systems for tanks at fuel pit 3 and 4, tanks at ramp 
station 1 and 2, the F-18 silencer tank, and the hush house tank were 
not operational. Inspection records indicated that the systems had not 
been functioning since July 1987. It was explained that the ground water 
probes were damaged and could not be replaced due to discontinuance by 
the manufacturer. The facility is in the process of purchasing new leak 
detection systems. 

During chemical milling operations a maskant is applied to metal parts. 
As the maskant dries the perchloroethylene carrier evaporates and is 
captured in a vapor recovery hood. The hood discharges to a carbon ab
sorption unit. The captured perchloroethylene is then stream stripped 
from the carbon, the water is separated out, and the perchloroethylene 
is recovered as pure solvent. The recovered perchloroethylene is returned, 
for use as an ingredient in new maskant, to the company that manufactures 
the maskant material. 

In a letter dated February 2, 1987, to Mr. Robert Kaatman, Supervisor, 
Environmental Compliance - MDC from Mr. Kenneth Davis, Chief, Data Manage
ment Unit - Missouri Department of Natural Resources, it was explained 
that the captured perchloroethylene is a sludge defined by 40 CFR 260.10 
because it is a waste generated by an air pollution control facility. 
Also, in accordance with 40 CFR 261.2 a sludge is a solid waste when 
reclaimed. Since the captured perchloroethylene is a hazardous waste 
the recovery of the waste is considered a resource recovery operation, 
and certification from Missouri Department of Natural Resources must 
be obtained. At the time of the inspection resource recovery certifi
cation had not been applied for. 

A review of the facility contingency plan revealed that the list of emer
gency coordinators was not up to date. Mr. Kaatman stated that the plan 
was currently being revised. All other required records were found to 
be in compliance with permit conditions and applicable state and federal 
regulations. 

RECOMMENDATIONS 

1. Repair or replace the leak detection system for underground tanks. 

2. Submit a resource recovery application for the certification of the 
perchloroethylene recovery operation. 

3. Amend the facility contingency plan to include a current list of emer
gency coordinators. 

4. Submit certification that the six (6) 750-gallon and five (5) 500-
gallon aboveground hazardous waste storage tanks were removed in ac
cordance with the approved facility closure plan. The certification 
must be signed by the owner/operator and an independent professional 
engineer. 

APPROVED BY: 

~vl~ 
Regional Administrator 
St. Louis Regional Office 

FDM/JH/mc 

. 
PREP AIJ! BY;/ 

oe Haake ~ 1:!~4~ 
Environmental Specialist 
St. Louis Regional Office 



HAZAROOUS \lAS "'ERMITIED TSO FACILilY Cat '!·/} -g/ 
GENERATOR a-lEa<LlST 

Name of Facility: IIJcf:odltt.BJ..! l1v&t.4S Co8P. ffi Permit # OSo OE;.-PS't CO& 
Address: i?o, 13o { Sf~ 00 I. D. # ......:O:::;.,L;IC:.:;.'::;.O..t...l ___ _ 

Sr. 6out5 . /llt.S.SOoBI 0 ~~~6 EPA I. D. 11 lltQDO?~ $1B9¥3 I 

Contact: /??t?, /0§£1?7 k~A7'/Jf1l/U Phone No.: .31i-e?s3.1-.33t9 
Transporter? Y'Gs 1 # tfoto3CZ , Resource Recovery? Yl=S , # ___ _ 

Provide a brief description of the manufacturing process: llZ1t()uEAczvRtN6-

0I= t/1(.-H T€Ct{Aiot..Dii-t C/.GROSP1Ce l'&?oucrs. //f/Cc:. VC.V/t%6- /!liL r7?'!-RY Fl6·tr-T£R 

AtRCf?rtt=T S&fcF S'tSL§n?$ -1-&D 4!/S.S M.6S ~ f?a:u;,;:;c~sE S IA..ICL.vDE. d?§TA/4 "'1 I 

I ; 

FuE< ltfl(r aMR,.q na&S. 

Uescribe any new processes added since permit issuance: 

W;QTE MANAGEMEN=r 
PROGRAM 

Ueneral comments and observations: "7ii'e .SI>< 2S:.J ct'1~0A..I 4 -lloua. G-K.IJ()Ni::> 

_SjOI?dM TA~ti_{tt_-1 71tr?fiUG·tt tl-tO) AYta) ZttE... riVG.. 8JCJ ("'rd~?C"v -~c 
c$!@.1'o.~1::> .SZ'l2c?~ /A<fiiS"'-S (H '1:?. ?"tt!!nur:,H It -16) ltri ve.. t3,€BA.J 6-;,8mc>u&:Q.... __ _ 

Z?t!= Etve. Soo Cl?'9??0N ??:Zt'Ut<.S WS./?fi.. 1?£-PL;teso c.urrN ?ttRIEE sse~ 
0..,?-t-O/V ,.4.t"'#?U2. &JaUJ'yD "21/WtS• 



List the hazardous wc>-•.es produced: 
I 

~ Atroyc~t::[l};2D~h K11Q(;lJ:aml[l};2D~h I.C. I. 
1 • 1'~ .S~Pd~~:U:: "" l( .:?~00 /.8 ""'/f/3~']_ 

2. f/.4~r?i'JQ.fJ. S UJ~.~ '1·"1 'J, '57/ 1-{3 't.IJ9rPS 
3. Sz:!i~.mS. ""':1.5&5'6?:> 1-/3 -v ).D }53/ 

14. ""Joq /50 Li3 ..z... fCfCd:> 
s. 
6. 

'1. 

Total ""'bS L 'lP 'I 1./.3 '~,. :< '7 ,, 2,~ i ~ G-

Subtract amount going to Resource Recovery or sewer ""'t'f~l3ir~ 
Amount subject to generator fee <l<KG) "!J').tfW.ZI/ 
<subject if over 2000 lbs. of waste is produced per year) 
Is generator fee applicable to this facility? Yes ~ No 
If so, is the fee being paid? Yes ~ No 

MANIFESTS (10 CSR 25-5.010(4)) m( 1. Generator's Missouri and EPA 1.0. Number Gr:: 2. Serially increasing shipment number 

Ui~I2Q~1~1QD 
J4A-GJ. Pt to L 

lfll<: ~~£R. ~noN 

Tf?~T/JJ1FN T 

9!if:t2,tJ{J.C..f2::. ~01/:F-' 6.. y 

~3. Generator's name, address, phone number, EPA I.D. number ~4. All transporter's names, addresses, phone numbers, and EPA l.D. numbers Hazardous waste management facility name, address, phone number, and EPA _y 1.0. number 
~~6. Proper DOT shipping name and hazard class ~7. Quantity, container type, and number of units being shipped ~B. Emergency instruction and special handling procedures ~,9. Proper certification 
~ 10. Manifest properly signed and dated ~11. Time between generator and facility signature less than 10 days ~- 12. Copy to generator in 30 days ~ 13. lf not, exception generator r·eport submitted within 45 days ~14. Co,roP,.I,~ed .r; ~ni('est&~~s\:J~itted to Department quarterly U:r 1 !:i. Cf5pY. 1~t:. ·Tp_c 11 btY. .for t~~ee (J) years 

1 ~ ,. · · :·· :~~: ~ ;r~ 
~- . "-1 

4 :;.:,r. Cornments on manifests 

..... . 

CO NTA 1 NER tz8T ION AND LA.e.G.L 1 NG 
@""1. 
rn/2. 
G('3. 

\./aste pt~operly containerized and labeled dudng stora~e if it is being transported off-site <5.010(6)) 
Are wastes stored at non-pcr·mi tted locations marked with the date of accumulation <7.050(2)<A>4.) 
Are wastes stored at non-permitted locations stored for less than 90 days <7 • 050 ( 2 > ( A > > 

; 1 

1 m:pec t.or' s Name: 211!~ l'itlE!: 

Uff'ice: 



'·· 
( GC:NEt<AL lN!:iPECriON UiECJ<Ll 

· ¥astRaAoalfisis Plpn ct1 :ve t e manu ecturin~ processes at the facility chan~ed since the permit was 
-~ issued lyes, blacken box> IHj:l. Is procedure to confirm wastes received from off-site beine followed , <7.011<3HC>3:> 

'Securi tv l7 .CJ11l3·> <O> > ~1. lwenty-t'our hour surveillance or prov1s1on 2 and 3 ~/~. An artificial or natural barrier in 2ood condition and provision 3 3. Restricted access at each entrance 4. Warnina signs legible from 50' on all approaches 
~ngral lns~ection COnduct an 1nspection using the facilities checklist 8":1. Does facility inspection schedule identify problems which could be expected <no, 

blacken box> Does the schedule inspect the following: a. monitoring equipment b. safety and emergency equipment c. security devices d. operating and structural devices Are inspections being conducted regularly <7.011 (J)(E)l. l 

(7.01t(3)(E)2.) ~~allW~ 
and at the proper~:.S~ 3 ~ 1987 ' 

Jeersonnel Training <7 .011 <3 > <F > > 
WASTE MANAGEMEN:r 

l!::L 1. flave employees coml?leted classroom or on-the-Job training PROGRAM 
~2. Job title descript1on and name of person fill1ng position regularly updated 
~,;,. Written record or the type and amount of training given to each person 
~ 4. Documentation conf irmin(i! that training has been given ~5. Is there continuing tra1nin~ given <yearly update> ~ b. Are new employees trained Wlthin 6 months 

Predaredness and Prevention <?.011(4)) ~I. Internal corrunumcat1ons or alarm system in operation ~ 2. A device in the hazardous waste operation area cable of summoning emergency 
assistance ~-L 

1!.1 - 4. 
GY.5. 
~6. 
~ 1. 

~: 

Portable fire extinguishers and fire control equipment Spill control equipment and decontamination equipment Adequate water supply Sarety Equipment <fire blankets, gas masks, eye wash> Access to communications or alarrn when waste is being handled Adequate aisle space at drum storage area Art·an~ements \.li t.h local authorities updated < ie: when a new emergency coord1nator is assigned is a new copy sent to local emergency authorities> ~tingency Plan and Emerrencv Proced~ l:L ..--- COnt1ngency plan eas1 y access1ble 1(: 2. List of emergency coordinators up-to-date <·r .011 <5 > <E )4. > ~/.:.;. List or all emergency equipment up-to-date <7 .011 <5 > <E >5. > 13" 4. t.:heck location or emergency equipment f'or several i terns on the above 1 ist (If 
.,/ cannot be located, blacken box> ~/~. Evacuation plan easily accessible or displayed ~ 6. Has the contingency plan ever been implemented <no check box, yes blacken box) J"\:3ni rests 

For ott-site facilities Gr.~l. Manifests signed and dated (7.011 <6><A>1 .> 2. Copy to transporter <7.011 <6><A>1 .> j. Copy to generator in 15 days <7 .011<6 )(A> 1. > . (]" 4. Copy at racility for 3 years <7.011 <6><A>1.C. > ~~. Ar·e manifests in good systematic order W 6 · Are rMnirest discrepancies reported properly <7 .011 <6 > <A>1 .A. and B.> _}Recordkeepimz !?/I. uper·at.lng record available <7 .011 <6 > <B l 1. > l.'f,.-2. Upera~ing rec<;>rd f'!'USt include ~he following: <7.011 <6><13>2. > ~/ tt. 1nf01-mat1on n·om each marnfest ,_,... b. method or treatment, storage, or disposal for· each hazardous waste and the 
date accomplished l..V c. location and quanti t:t of each wast.e at the f'aci 1 i t.y . ./ <verify several by f1eld check> 1.!::!'./ d. a description of each \.taste !~ e. i.l dP.script.ion or the process that. produced each w;Jste ~_,.. I . appl icniJle hazardous wuste numi.Jers ~/ g. weight or volume-density with units LY t1. methods, locations, and dates with r·ererence to manifest numbers and/or 

Ali" ch:J in or custod t es . ..,, j. Volume!l, dat.es removed, und disposition or leachate U.ulllhHUJ.2.0. J 



~4. 

.' rn-f5. 
Records and resul~t .. '>f moni torinQ, testinQ, and ana{ ""'liS performed 
<6.011l6l<Bl2.E. H.l ~ 
Sununary reports on .. ncidents requirin!Z implementatio" of continQency plan 
<7.011 <6)(8J2.F. > 

(316. Records of inspections <7.011 <6><B>2.G.> 
\Jaste analysis records from off-site sources and not-ices of acceptance t.o 
eenerators <7 .011 <6 > <B >2. I.> [¥! :: All closure and post closure cost estimates <'7 .011 <6 l <B>2.J. l 
A complete copy or the permit application l7.011 l6)(HJ2.K.l 
Personnel train in~ documentation <7 .01 I l6) (8 >2 .L. and M. l 

9. 
I 10. 

N7111. 
Record documenting refusal or arrangements from local emereency response 
authorities <7.011<6llBl2.N.l 

~eportinfi 
[]1f. 110nt ly Facility Reports available and submitted C7.011C6)(CJ1.A.> · 
.r:L. 2. Are wastes received and not nanifested reported within fifteen <15> days 
'"""r <7.011 <6l<C>1.0. l 

~inan~ial • F s the closure cost estimate been adjusteti annually r7 .011 (8) (8)1. > 
..... _ ····- ... 2{ .··· l,s . th~. closure cost estimate kept at the site (7 .011 <8) <8>4. > .f· . •u .:·~ !. ""· (4~· • (.).. ·'· ' ' ,.: .. - .~' 1' • : : /~ ' 

t" ;. ~. ~ :. GYt ~nt~~ge~~ni.~able or reactive waste located at least fifty feet <50' > from the 
~ property line <7.050(3l(Al1 .> 
~j 2~ ~ntainers in eood condition<7.050<3><C>> 
~ 3. ~ntainers closed during storage(7.050<3><El1 .> 8" .. 4. Has the facility conducted and recorded the results from weekly inspections ',:..J .·: . <7.050(3)(f)) 
I!J . 5. Is the containment system free from cracks or eaps <'7.050(3)(GJ2.A.> GY 6. Is the present storage inventory in accordance with the permitted limits <permit 
_/ condition> 
~ 7. Are any hazardous wastes stored outside the storage area <if no check, if yes · blacken, these wastes must comply with 7.050(2)(A)) 

I Tanks . 8"': ..---rr ignitable or reactive wastes are stored are they protected from any mater1al 

~'~& 
0 
0 

0 

0 cl 

A-~ 
I 

IJ u oJ 
u: 

or condition which may cause the waste to ignite or react <7.050(4llAl1 .8. l 
Does the leak detection system indicate 1eakaee <if no check, if yes blacken> 
Do uncovered tanks have sufficient freeboard r1.050l4ll0)2.8.l 
Are tanks with overfilling control equipment tested once a day <7.050(4)(EJ1.A. > 
ls data trom monitoring equipment recorded once each operating day 
l'/. O~o l Ll l < E l 1 • B. l 
for uncovered tanks is the freeboard checked at least once a day 
l7 • 05u l4 l l E l 1 • c. J 
Are the constr·uction materials inspected weekly to detect corrosion, erosion and 
leaking fixtures or seams l7.050l4HEii.D.) 

tL Is t.hc at~ea irnmed1ately surrounding the tank inspected weekly to detect 15igns of 
leakage l7.050(4)(Eli.E.) 

:Jul"f ace Impoundments 
I. m·e 1nspect.1ons conducted weekly and after sto1~ms n.060<3HBll 
2. Are overtopping control systems functioning properly (7.060(2)(8)) 
j, Has there ever been a sudden drop in the level of the impoundment 

r7 • 060 l3 l l H l 2 • l 
4. Have liquids been collected in the leachate collection and removal system ( 7. 060 (.J ) lU )j. ) 
~. ls there any erosion or other signs of deteriot~ation (7.060(3)(8)4.) 
6. Oo the surface impoundments have adequate freeboard as described in the permit <7 • 060 l2 ) w ) ) 
Groundwater Monitorin§ and Post-Closure Permits .! • w~rr~ 1n good con i tion, propet·ly cove1·ect and locked 
~- \Jells properly sealed to prevent surface inriltration 
j, Test pumps ror faucets if present 
4. Conduct cursorr review of monitorin~ results 8nd record last samplin~ date and 

ln~t ctat.e resu ts were submitted to the ~MP/PS 
5. Ar·e the Quality control/Quality Assurance Plans kept on-site 

Please mar·k boxes us shown below 

~ IN COMPL 1 ANCE OH 1 N GOOD Q)NO I Tl ON 

1 N V IOL/\TI ON 01~ 1 N POOR CONDI 1:10!4 

inspector's N~me: #a~ 
Cf&sl(C Iitle: 

Office: 

1 Mu~ t be de~cr i bed in t.he report. l 


